Installation Instruction Insert For FGBR52 and FGBC52 Fans
Using ABT4 Auto Belt Tightener

Follow instructions on 401-212 to install
ABT4 in FGBR52 and FGBC52 fans.
Assembly of the ABT4 with motor must
be centered between uprights so motor or
swivel bracket does not interfere with
uprights. See Figure 1.

Motor bracket must be mounted in the
lowest position possible in between the
fan uprights or over-tensioning of the belt
may occur. Do Not Over Tension The
Belt. This will cause premature belt and
bearing failure. To check that the belt
tension is not too high, place a finger
midway between the fan pulley and motor
pulley and push inward about 1/2”. The
force required to do this js not to exceed
5 pounds. See Figure 2.

After assembly is installed, it is important
that belt aligns properly between drive
pulley and the driven disc. See Figure 3
and Figure 4.
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